Introduction
Today, the high penetration of hybrid renewable energy sources (HRES) and the reduction or complete CO 2 -free systems is being widely accepted and included in energy policies all over the world [1] . Microgrids have become a promising solution to handle local energy supply and increase the reliability of electrical power systems. Among the reasons to adopt microgrids as feasible solutions, there is their relatively low environmental impact, ability to meet the diverse needs of end users for higher-quality power supplies, the restructuring of the electric power industry, and restrictions on the extension of power transmission and distribution facilities [2] .
Electrical power systems can minimize increasing fuel costs by introducing renewable energy (RE) generation into their energy system. In the past, RE technologies were costly affairs due to low efficiencies and high prices. However, the cost of such technologies has decreased over recent decades along with an increased efficiency e.g., on photo voltaic (PV) panels and wind turbines. The cost reduction of RE technologies is caused by growing global investments [3] . As a result, challenges such as the high intermittence of renewables and the design of such systems should be addressed.
Several policies, models, and frameworks have been reported in the literature. For example in [4] there is an extensive literature review in the context of rural energy microgrid planning in different economic scenarios. The authors show how social and political factors considerably affect the overall performance and feasibility of the final solution. In [5] a jointly optimization energy portfolio of conventional power source, solar, wind, battery, and demand response was developed.
A framework for the design of sustainable rural microgrids in developing nations based on decision analysis and optimization models was developed by [6] . The authors take various criteria (technical, social, economic, and environmental) for the selection of the best suitable energy portfolio.
• Analysis concerns mostly technical and operational issues. Little focus has been done with socio-economic analysis.
•
No consideration of the inhabitants' cost of living • Limited consideration of inter-cultural aspects Therefore, a structured approach to assist the design of microgrids is necessary. This study aims to develop a framework design for microgrid optimization, considering multi-objective issues. The optimal system configuration addresses several requirements, such as economic feasibility, demand estimation, energy technology selection, renewability assessment, storage capability, energy efficiency, and demand management, etc. The optimal solution includes the consideration of the inhabitants' cost of living and inter-cultural aspects such as user behavior, island configuration, and tourist concentration, etc. The scope of the project is limited to consider small islands with no connection to the main grid and with a peak demand less than 10 MW.
The proposed framework was demonstrated and evaluated through a case study of a small island application with geographic resources and local concerns. The test system provides real data and project description of the current microgrid. The system was modeled in a simulation tool. The results were compared with the optimization framework to demonstrate the applicability of the proposed framework.
Theoretical Background
The Department of Energy (DOE) defines the microgrid as "a group of interconnected loads and distributed energy resources within clearly defined electrical boundaries that acts as a single controllable entity with respect to the grid. A microgrid can connect and disconnect from the grid to enable it to operate in both grid-connected or island mode" [13] . The main functions of microgrids can be defined as [14, 15] According to [14] , microgrids can provide economic, environmental, and technical benefits to the relevant stakeholders, e.g., consumers and Distribution System Operators (DSOs) (shown in Figure 1 ). Consumers can get cheap electricity either from microgrids or the main grids. DSOs can benefit from the local generation and demand management initiatives to reduce the load on distribution grids at peak periods. Microgenerators can benefit from providing electricity to the microgrids or the main grids. Some governments provide subsidies to the microgenerators for using renewable energy Among the various challenges for implementing microgrids, technical and legal challenges are popularly discussed in the literature (e.g., [9, 17] ). One of the technical challenges is the balance management between demand and supply that is important for maintaining reliability and voltage quality in the grid. The real-time monitoring of electrical parameters can affect the voltage quality, e.g., frequency, reactive power, and power flows. Another technical challenge is the interconnection between the main grids and microgrids, especially with larger microgrids. Meanwhile, the security of data communication, especially with the usage of smart meters and other IoTs (Internet of Things) components, is a challenge.
The discussion of social and environmental benefits of microgrids is missing in [14] and other literature. The social benefits should be an important factor to consider for the microgrid implementation, especially for island microgrids. For instance, [18] states that microgrid implementation can improve the lifestyles of people in isolated communities. [16] points out that social benefits of the microgrid can be mainly expected for "rising public awareness and fostering incentives for energy saving and Greenhouse Gases (GHG) emission reduction, creation of new research and job opportunities, and electrification of remote or underdeveloped areas". The overall business case for environmental and social goals in the design of microgrids is less clear due to the inability of distribution-only utilities to capture the energy benefits of production assets. Therefore some internalization into economics is essential [19] .
There is literature on microgrid optimization and modeling from different aspects. For instance, some research tries to design the optimal energy system for microgrids with simulation software or mathematical models [20] [21] [22] , methodologies for applying specific energy technologies such as PV panels, wind power, batteries [23] [24] [25] , or the impact of different loads, emission policies, and locations on the optimal microgrid design [26, 27] . Some research proposes multi-objective mathematical models for optimal microgrids [21, 24, 25] . A case study review by [28] reveals that methodologies are not identified in about half of the case studies. Meanwhile, there is no literature that includes method selection for the microgrid optimization. Furthermore, no research has considered all energy technologies. Although most of the literature mentions the technical-economic issues, no research has considered the local economy. Therefore, a systematic approach including all the missing aspects of the literature is needed.
Ten percent of the world's population live on islands, with special challenges for the energy supply [29] . Meanwhile, electricity generation on islands still mainly relies on fossil fuel-based power plants. Therefore, microgrid optimization with consideration for renewable energy technologies is Among the various challenges for implementing microgrids, technical and legal challenges are popularly discussed in the literature (e.g., [9, 17] ). One of the technical challenges is the balance management between demand and supply that is important for maintaining reliability and voltage quality in the grid. The real-time monitoring of electrical parameters can affect the voltage quality, e.g., frequency, reactive power, and power flows. Another technical challenge is the interconnection between the main grids and microgrids, especially with larger microgrids. Meanwhile, the security of data communication, especially with the usage of smart meters and other IoTs (Internet of Things) components, is a challenge.
There is literature on microgrid optimization and modeling from different aspects. For instance, some research tries to design the optimal energy system for microgrids with simulation software or mathematical models [20] [21] [22] , methodologies for applying specific energy technologies such as PV panels, wind power, batteries [23] [24] [25] , or the impact of different loads, emission policies, and locations on the optimal microgrid design [26, 27] . Some research proposes multi-objective mathematical models for optimal microgrids [21, 24, 25] . A case study review by [28] reveals that methodologies are not identified in about half of the case studies. Meanwhile, there is no literature that includes method selection for the microgrid optimization. Furthermore, no research has considered all energy technologies. Although most of the literature mentions the technical-economic issues, no research has important for the island energy system. The benefits of adding renewable energy technologies to the island microgrids are to reduce greenhouse gas emissions, increase energy efficiency and system stability. The community can rely less on imported fossil fuel and thereby increase the resilience. The geographical boundaries of islands provide the feasibility to investigate the influential factors for the implementation of renewable energy resources on islands. For instance, a report by the International Energy Agency Renewable Energy Technology Deployment (IEARETD) [30] investigates renewable energy technologies in remote areas and summarizes six categories that influence the deployment of renewable energy technologies based on climates, grid sizes, and area type e.g., residence or military base. Therefore, this paper aims to investigate and develop a systematic framework for designing energy systems for small islands with the integration of social economic and technological analysis.
Framework for Small Islands' Microgrid Optimization
The design framework for microgrids is shown as a flowchart in Figure 2 . The flowchart consists of four main components: A start/end, a process, a decision operation, and a documentation. A process element is where work tasks such as assessments, calculations, and simulations take place. A decision element is where results from the processes are evaluated and it is decided if some process must be redone or to proceed with the Framework. The last element, the documentation, is where documentation is made, whether the design is feasible or not. The four process boxes after the start element, the Project requirements, the Demand profile estimation, the Energy technologies selection, and the Optimal energy system simulation, relate to the technical aspects and requirements of the energy system design. With the decision element, is there technically feasible design? After the first four processes the energy system will be designed The four process boxes after the start element, the Project requirements, the Demand profile estimation, the Energy technologies selection, and the Optimal energy system simulation, relate to the technical aspects and requirements of the energy system design. With the decision element, is there technically feasible design? After the first four processes the energy system will be designed until it is technically feasible, if possible. When a technically feasible design is simulated, then the value of energy efficiency and demand management is determined in the Energy efficiencies and demand assessment process. Afterwards the energy system design is assessed, in the Design economics assessment process, to determine if it is economically feasible. Along with the latter process, the decision element, is there economically feasible design? This is where it is decided if the energy system design must be redone or a design can be proposed. If no design is feasible, then the related issue is highlighted in the documentation element, Project issues. On the positive side, if a simulated design is feasible then it is presented in the Design proposition documentation element.
Each process, decision and documentation element of the methodology is described in the following subsections.
Project Requirement
Sustainable microgrid electrification has become very complex in nature [6] . It operates in two modes: grid-connected and islanded. The configuration should be taken into consideration to maintain the balance between power supply and demand. This is done by several methods, such as hill climbing, Perturbation and Observation, incremental conductance, optimum gradient method, fuzzy logic control, neural networks and the Maximum Power Point Tracking (MPPT) [2, 31] . Several works address this issue, such as [32] that proposes a hybrid intelligent power control system composed by a Wilcoxon radial basis function network and an Elman neural network that implements a MPPT.
Another important issue is the stability and reliability of the system. Several works address protection and fault analysis algorithms regarding microgrid distribution systems, such as [33, 34] , as well as system stability [33] .
It is necessary to identify the constraints for the project requirements' determination. There are two types of constraints, fixed and variable, which are dependent on the characteristics of each system.
•
Fixed constraints: the determination of fixed constraints process comprises non-flexible requisites, such as physical constraints such as geographic data or a case-specific requirement for the projected reliability.
Variable constraints: the determination of variable constraints process comprises all constraints that are flexible and can be changed under given conditions, such as renewable generation penetration and project cost.
It must be noted that a fixed constraint regarding one system can be a variable constraint for another system. For example, the fraction of RE generation, where the fixed could be e.g., a minimum requirement of 50%, and the variable could be, e.g., 50% if possible within a budget limit. Table 1 includes examples of both fixed and variable constraints. 
Demand Profile Estimation
Demand profile estimation considers the energy efficiency, demand management, and the future demand because these three fields can help to reduce the size of the energy system and thereby the Cost of Energy (COE). The result of this process is a demand profile that can be used for microgrid optimization. A demand profile can be estimated based on the type of inhabitants in the remote area, the current energy generation system and the microgrid location. Figure 3 presents the demand profile estimations that needs to be taken into consideration.
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Energy Technologies Selection
The step of energy technology selection defines appropriate energy technologies adopted in the microgrid optimization. The potential energy technologies to be considered in this step are defined by the available energy resources, such as average solar irradiation, wind speed, hydro availability, etc. The project requirements are assessed to determine if any constraint associated with the framework excludes or limits the use of some technologies. The fraction of the renewable energy generation from the total energy generation determines whether the energy storage needs to be included in the energy system. The cost and size are estimated once the energy technologies are identified. Figure 4 presents the common energy technology selection considerations that need to be addressed.
The estimation for cost and size of each generation unit is needed in relation to the configured demand load profile. The final dimensioned infrastructure should be selected according to predetermined criteria, such as the lowest COE with a minimum renewable generation fraction condition.
To distribute the energy capacity among the generation portfolio, it is necessary to define a maximum capacity for each considered generation unit. This is restricted according to the energy demand on the site, the initial investment and the total available area [35] .
Energy Efficiency
• It is necessary to calculate or estimate the cost, lifetime and demand reduction of the energy efficiency initiative to determine if the initiative is cost-effective in relation to the microgrid optimization. Initiatives such as LED lighting to reduce light consumption, house insulation to reduce cooling or heating consumption and efficient house appliances are examples of strategies to reduce the overall power consumption.
Demand-side Management
• The demand side management is a load shift moving energy consumption based on the references, e.g. electricity cost. It concerns both political and technical strategies, cost and size of the manageable demand, and the life time of the initiative. An example of a demand-side management application is a water pump system. Water pumps start working when the water level is low in the water tower, this can occur any time of the day. With a control system, the water pumps can be managed to work when there is an excess of renewable energy generation. Additionally, water pumps can be prevented to work during the hours with a high demand.
Future Demand
• The future demand should be estimated that it can impact the size and cost of the energy generation capacity. Some factors that can increase the future demand are the COE reduction, increasing reliable energy and the growth of population. 
Energy Technologies Selection
To distribute the energy capacity among the generation portfolio, it is necessary to define a maximum capacity for each considered generation unit. This is restricted according to the energy demand on the site, the initial investment and the total available area [35] . 
Criteria Analysis
The potential solutions need to be assessed regarding the social, economic, and technical characteristics to establish a correlation between optimal response and feasible implementation regarding the reality of the microgrid configuration. The designs need to be filtered by the social, economic and technical criteria as shown in Table 2 [36, 37] . Table 2 . Social, economic, and technical evaluation criteria.
Criteria Description

Social
Management
Ease of managing the electrification system inside the families and among them. Equity Equality in the amount of electricity supplied to each family.
Household benefits
Improvements in the quality of life of the families and their incomes.
Community services Electrification of the community services (school, health center, church)
Productive activities Generation of local jobs thanks to the development of productive activities. Impact on local resources Land covered by the installed equipment Clean energy
Renewables with the variable generation or hybrid
Economic
Investment
The initial investment, operation, and maintenance costs. Tariff
The effort of consumers to pay the tariff for the electricity. Subsidies
Financial aid or support granted by the state or public/private authorities.
Fuel savings
Reduced losses, combined heat, cooling, and power, etc.
Ancillary services Congestion relief, frequency regulation, reactive power, and voltage control, etc.
Technical
Application Campus/Institutional, Military, Residential, Remote, and/or Rural areas Supplied energy Amount of energy and power supplied to each family. Continuity of the resources Reliability of the used energy resources and autonomy of the batteries.
Flexibility Expandability of users and increase in consumption Local replacement
Assistance to repair equipment failures.
Local manufacturing
The proximity to the places where the equipment is manufactured.
Energy Security System reliability in the event of failures: equipment, severe weather, cascading outages, cyber and physical attacks. Available resources
• The available energy resources can consist both on renewables (e.g. solar, wind, biomass, etc.) and conventional resources (e.g. diesel, gasoline, natural gas etc.).
• The availabylity of grid connection should also be analyzed.
• The resources needs to be compatible with the demand profile. The pertinent hydro resources can lower the resolution and need to take the season variation into account. The price for the fossil fuel energy resources need to be determined including a price outlook.
Energy requirements
• It determines if there is any constraint or requirement that excludes or limits the available energy technologies. An example could be a geographic constraint where only a limited area can be used for solar panels, e.g. only allows to install solar panels on house rooftops.
Storage technologies
• An important aspect in microgrid optimization projects is the consideration of storage technologies, especially with the consideration of significant renewable energy penetration. There are many types of energy storage, such as flywheels, pumped hydro, and different batteries types, such as Lead-acid and Li-ion. It is undergoing a vast technological development and declining cost in the current years, due to the increased interest in electric vehicles and utility battery storage. 
Criteria Analysis
The potential solutions need to be assessed regarding the social, economic, and technical characteristics to establish a correlation between optimal response and feasible implementation regarding the reality of the microgrid configuration. The designs need to be filtered by the social, economic and technical criteria as shown in Table 2 [36, 37] . 
Calculation for Microgrid Optimization
An optimization calculation needs to be performed to define the best microgrid configuration. There are several conflicting objectives regarding microgrids, therefore, multi-objective analysis is generally proposed in this case [21, 24, 25] . The cost for each generation unity should be fully addressed with the consideration of the initial capital investment, replacement costs, operation, and maintenance cost. Fuel prices, as well as their expected variation, should also be taken into consideration. As shown in Figure 2 , some of the previous processes must be redone if a technically feasible energy system cannot be designed.
An important aspect of this phase is to consider the uncertainty of the input variables. Values such as the fuel price, wind speed, solar irradiation, inflation rate, etc. can suffer significant variation during the project lifetime. Therefore, a sensitivity analysis needs to be considered for the most important inputs. All the previous process must be redone if no technically feasible design can be obtained. This cycle needs to repeat until a technically feasible design is achieved.
Economics Assessment Design
The cost of microgrid optimization is done by the comparison between the socio-economic and local economy. If more than one viable microgrid optimization can be identified, other interests can be compared, such as CO 2 emissions, COE, total investment, etc. Otherwise, changes need to be considered in the project requirements if no system is feasible. The local economy is assessed in relation to the economy of the new energy system. This is done by the comparison between the local cost of living and the system COE. The monthly individual cost of living provides a relative indication of price acceptance by consumers. The COE is calculated as Equation (1).
COE =
Total cos t for energy generation Total energy consumption
To compare the monthly cost of living with the COE, a monthly COE per capita should be computed, as shown by Equation (2) . The allowed percentage of the COE in relation to the cost of living depends on several factors and relies on the willingness of consumers to pay for energy. COE month = COE Total annual energy consumption population· 12 months (2)
Design Proposition and Project Issues
The last part of the framework is the documentation of the design proposition and project issues in the decision tree of Figure 2 . Both depend on the outcome of the optimization process. The identified issues are listed and described in the documentation of project issues if no microgrid optimization can be proposed. The technical and socio-economically feasible designs are presented in the documentation of the design proposition.
Case Study
To test and validate the proposed framework, a microgrid energy system design was selected based on the following criteria:
1.
Previous existing microgrid implementation; 2.
Plan for energy system transition; 3.
Data before the transition; and 4.
Data or plans for the new design.
The location must be known to identify geographic resources and local concerns. A comparison is more qualified when the case study has been conducted and a new energy transition project has been Energies 2018, 11, 2832 9 of 22 performed. Information regarding the energy system before a transition is necessary to determine the demand and validate the proposed framework.
The optimization software used to validate the proposed framework was the Hybrid Renewable and Distributed Generation System Design Software (HOMER) [38] . HOMER is used to simulate microgrids systems and to find their optimal configuration. The demand can consist of both electric and thermal loads. For every component type, there is a built-in catalog with different brands and capacities with all necessary technical and financial information. HOMER features an option to download wind and solar resources. The wind and solar resources can be downloaded from the National Aeronautics and Space Administration (NASA) Surface meteorology and Solar Energy Database or from the National Renewable Energy Laboratory.
When simulating a microgrid system, HOMER performs three different processes: simulation, optimization, and sensitivity analysis. The optimization process comprises several simulations and the sensitivity analysis comprises several optimizations.
HOMER considers the calculated year representative for every year in the project's life span. The simulation estimates the life-cycle cost of the system. This includes initial capital cost, fuel cost, Operation and Maintenance (O&M) cost, replacement cost. The future cash flow is discounted to the present. The life-cycle cost is calculated as one value, the Net Present Cost (NPC), which is a good key figure for comparing different systems, see Equation (3):
where C ann, total is the total annualized cost, i is the discount rate, and N is the project life span. Concurrently, the levelized COE is calculated, this is calculated as seen in Equation (4):
where C ann, total is the total annualized cost, E prim is the total amount if primary load, E de f is the total deferrable load, and the E grid,sale is the total amount of energy sold to the grid.
Selection Criteria
Several cases were analyzed and filtered by the defined selection criteria as shown by Table 3 . The Rottenest Island in Australia [39, 40] , was selected due to the most comprehensive description, available data and agreement with the selection criteria. 
Name of Island Characteristic
Andaman & Nicobar Islands [41] Insufficient data Annobon Island [42] <10 MW, Off-grid Catalina Island [43] <10 MW, Off-grid Faial Island [44] >10 MW Fair Isle [45] Insufficient data Gasa Island [46] <10 MW, Off-grid Gasado Island [47] <10 MW, Off-grid Graciosa Island [48] <10 MW, Off-grid Lord Howe Island [49] <10 MW, Off-grid Naushon Island [50] <10 MW, Off-grid Rottnest Island [40] <10 MW, Off-grid Samsø Island [51] >10 MW Ta'u Island [52] <10 MW, Off-grid Three Fijian islands [53] <10 MW, off-grid. However, a lot of assumptions Tonga Island [54] Insufficient data This island is managed by the Australian Renewable Energy Agency (ARENA) and it is own by the Rottnest Island Authority. This authority is responsible for building, operating, and maintaining the required infrastructure, including the generation and distribution infrastructure.
The increase of the distributed generation in Australia provides utilities with a unique opportunity to manage portions of the network more effectively as microgrids [56] . Energy in Australian off-grid locations has traditionally been supplied by fossil fuels, particularly diesel and natural gas [57] . In addition, the cost of fossil fuels systems in some remote locations is higher than in urban areas. These factors present a considerable opportunity to increase the uptake of renewable energy in these locations. The ARENA was established in 2012 to improve the competitiveness and increase the supply of renewable energy in Australia.
This work focuses on the electrification system of Rottnest Island. The current system configuration will be compared with the short-term project plan. Both will be evaluated through the proposed framework to validate the best approach.
Rottnest Island: The Existing Project
The current project has a hybrid configuration composed of diesel and wind generation. It is a selfsufficient island regarding supplying electricity and drinking water. Rottnest Island Authority has traditionally supplied an annual demand of 5 GWh and peak load of 1.2 MW through diesel and wind generation. Useful information regarding the project Rottenest Island is described in Table 4 . Rottnest Island has already an energy efficiency and renewable energy roadmap. The roadmap presents a staged approached to increase renewable energy contribution to the 65% annual average, with times of 100% renewable supply by 2023 [57] . The objective is to increase renewable energy contribution from 30 to 45%, mostly using solar generation. The most significant customer load is a This island is managed by the Australian Renewable Energy Agency (ARENA) and it is own by the Rottnest Island Authority. This authority is responsible for building, operating, and maintaining the required infrastructure, including the generation and distribution infrastructure.
The current project has a hybrid configuration composed of diesel and wind generation. It is a self-sufficient island regarding supplying electricity and drinking water. Rottnest Island Authority has traditionally supplied an annual demand of 5 GWh and peak load of 1.2 MW through diesel and wind generation. Useful information regarding the project Rottenest Island is described in Table 4 . [57] . The objective is to increase renewable energy contribution from 30 to 45%, mostly using solar generation. The most significant customer load is a reverse osmosis desalination system. The future project details are described in Table 5 . 
Project Requirements
The reliability of electricity was considered 100% to attract tourists regarding energy technology sustainability. It is stated by the project material that by implementing solar power together with wind power on the islanding, a reduction of 45% in diesel fuel is expected. By this, a minimum share of RE must deliver the remaining 55%. The constraints are listed in Table 6 . Table 6 . Fixed and variable constraints in Rottnest Island.
Constraint Type Fixed Constraints Variable Constraints
Min reliability -100% Min RE share -55%
Demand Profile Estimation
The island is a popular holiday and tourist destination. It has a permanent population of around 100 people with approximately 500,000 tourists and visitors annually, 15,000 of these only during summer and holidays [58] . During the mild wet winter, the temperature is about 12-13 • C, while during the dry summer the temperature is about 25-27 • C. The average relative humidity varies between 61-64%.
The demand profile for Rottnest island is estimated, using HOMER tool as a community project with peak consumption in January, due to the summer in the southern hemisphere and the tourism intensification. It is assumed that the heating demand is included in the electricity demand. The total annual demand is 5 GWh, which is equal to an average consumption of 13,700 kW/day. The manageable demand from Table 5 is subtracted from the daily demand, so a separated file is defined on HOMER tool as a deferrable load. The average demand is then 8700 kWh/day. The deferrable water use is assumed to be the same during every month and that half of the average daily consumption can be stored.
No energy efficiency initiatives were identified. A demand management initiative can be implemented, regarding water storage and desalination plant on the island. The 600 kW wind turbine and the 600 kW planned PV panels can cover the consumption of the desalination plant, reducing the diesel fuel consumption. The wind turbine supply 30% of the energy demand, which is an average of 4110 kW/day. The panels generate on average 2834 kWh/day. Due to variations of energy generation from wind and solar resources, the demand size that can be managed is assumed to be 5000 kWh/day with a peak load of 1000 kW, as shown by Table 7 . 
Energy Technologies Selection
No limitations or constraints regarding energy technologies in the project material was identified. Because of the very high RE penetration such as solar panels and wind turbines, and since there is no grid connection to the island, fossil diesel-based generators, and an energy storage system (Li-ion battery) were considered.
The wind and solar resources are obtained through the NASA database. The resolution of the solar data is provided by hourly time step. The resolution of wind data is provided by monthly average time step. The annual average solar Global Horizontal Irradiance (GHI) is 5.51 kWh/m 2 /day and the annual average wind speed is 7.48 m/s. Figure 6a shows the solar radiation from 1983 to 2005. The solar energy generation potential is higher between October and April months. Figure 6b shows the monthly average wind speed data from 1983 to 1993, illustrating good wind speed resource. The area used by solar and wind power technologies must be taken into consideration to identify any limitation regarding proper available space. This is done by assuming if one technology should cover the total annual demand (5 GWh). For the solar power, the total annual demand is divided by the average daily PV output multiplied by 365 days to calculate the total capacity needed, as shown by Equation (5). The capacity of the solar power is divided by the maximum solar power capacity per square meter, as shown by Equation (6) . Table 8 shows how the maximum capacities were defined in this work. To calculate the maximum wind and solar capacity, a good estimate of the available area to install the solar panels and the wind turbines are needed. The total land use of wind turbines is based on onshore turbines [60] . The efficiency of solar panels is based on a 16% average commercial efficiency under standard test conditions [61] . The maximum capacity of the energy storage is assumed to be equal to the average daily consumption. 
The required area is then divided by the area of Rottnest Island, which is 19 × 10 6 m 2 [62] . The percentage size of the solar power plant compared to the size of the island is showed by Equation (7).
18,125 m 19 × 10 m 100% ≃ 0.1%
In the same way, the 600 kW wind turbine can generate 30% of the demand. To cover the annual There is no identification of any hydro resources. The diesel fuel price is obtained from Global Petrol Prices [59], costing 0.97 $/L. The price of crude oil is projected to increase in the following years, therefore a diesel price of 1.1 and 1.2 USD/L is entered for sensitivity analysis purpose.
The area used by solar and wind power technologies must be taken into consideration to identify any limitation regarding proper available space. This is done by assuming if one technology should cover the total annual demand (5 GWh). For the solar power, the total annual demand is divided by the average daily PV output multiplied by 365 days to calculate the total capacity needed, as shown by Equation (5).
5, 000, 000 kWh/year 4723 kWh kWp × 365 days = 2900 kWp (5) The capacity of the solar power is divided by the maximum solar power capacity per square meter, as shown by Equation (6) . Table 8 shows how the maximum capacities were defined in this work. To calculate the maximum wind and solar capacity, a good estimate of the available area to install the solar panels and the wind turbines are needed. The total land use of wind turbines is based on onshore turbines [60] . The efficiency of solar panels is based on a 16% average commercial efficiency under standard test conditions [61] . The maximum capacity of the energy storage is assumed to be equal to the average daily consumption. The required area is then divided by the area of Rottnest Island, which is 19 × 10 6 m 2 [62] . The percentage size of the solar power plant compared to the size of the island is showed by Equation (7).
18, 125 m 2 19 × 10 6 m 2 100% 0.1%
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In the same way, the 600 kW wind turbine can generate 30% of the demand. To cover the annual demand by wind power, Equation (8) shows that the capacity of the current wind turbine has to be divided by 30% and by the capacity per area is shown in Table 8 . The percentage of the island area needed for wind power is calculated by Equation (9). 400 × 10 3 m 2 19 × 10 6 m 2 × 100% 2.1%
Two of the seven diesel generators are a low-load type. It is assumed that the diesel generators can cover the demand at any time, even if other resources are not available. With an average daily demand of 13,700 kWh, the peak demand is 1929 kW. Table 9 shows the capacity and the quantity, as well as the initial capital cost investment and the O&M cost of each considered generation unity. In addition, a power electronics-based converter is used to convert the DC voltage generated by the photovoltaic and battery system to the AC voltage. This converter has a bidirectional behavior, so the battery can be charged from the AC system as well. Figure 7 shows the distribution network topology of the microgrid. 
The percentage of the island area needed for wind power is calculated by Equation (9). 400 × 10 m 19 × 10 m × 100% ≃ 2.1%
Optimal Energy System Simulation
Before running the simulation, the last settings need to be defined. The project lifetime is designed for the next 25 years. The expected inflation rate is 2% with an 8% of nominal discount rate, while the real interest rate was considered as 5.88%. The maximum annual energy shortage is desired to be 0% over the whole period. The system is designed such that the available energy from the existing sources can meet the instantaneous demand for a 10% step increase of the demand.
The system controller is set to use the Load Following strategy, due to the high penetration of RE generation. Since wind power is a part of the energy system, sensitivity variables are introduced on the average annual wind speed. The values are ±1 m/s of the value from the database, which is 6.48 and 8.48 m/s. The diesel price is assumed to increase, due to the projections, therefore an increase 
The system controller is set to use the Load Following strategy, due to the high penetration of RE generation. Since wind power is a part of the energy system, sensitivity variables are introduced on the average annual wind speed. The values are ±1 m/s of the value from the database, which is 6.48 and 8.48 m/s. The diesel price is assumed to increase, due to the projections, therefore an increase of approximately 10% and 20% is added to the sensitivity variables, which corresponds to 1.1 and 1.2 USD/L. For solar power, a ±1 kWh/ m 2 /day of solar irradiation is added.
Results
Several technically feasible energy system designs can be simulated. The sensitivity analysis reveals that optimal energy system design contains two wind turbines, Figure 8a -c. By visual inspection, the optimal energy system type that comprises two wind turbines are the most dominant. The capacity of the solar power and the battery storage varies, depending on the sensitivity variables. Except for the high wind and low solar irradiation scenario, where the optimal system design does not contain PV panels. of approximately 10% and 20% is added to the sensitivity variables, which corresponds to 1.1 and 1.2 USD/L. For solar power, a ±1 kWh/ m 2 /day of solar irradiation is added.
Several technically feasible energy system designs can be simulated. The sensitivity analysis reveals that optimal energy system design contains two wind turbines, Figure 8a -c. By visual inspection, the optimal energy system type that comprises two wind turbines are the most dominant. The capacity of the solar power and the battery storage varies, depending on the sensitivity variables. Except for the high wind and low solar irradiation scenario, where the optimal system design does not contain PV panels. The optimal energy system design is listed in Table 10 . Besides the existing energy technologies, an extra wind turbine is added and PV panels with a capacity of 386 kW. The battery storage has a storage capacity of 507 kWh, and the system inverter has a capacity of 258 kW. The COE is 0.161 USD/kWh, the NPC is 10.4 M USD, the initial capital cost is 3.44 M USD, and the renewable fraction is 71%. The optimal energy system design is listed in Table 10 . Besides the existing energy technologies, an extra wind turbine is added and PV panels with a capacity of 386 kW. The battery storage has a storage capacity of 507 kWh, and the system inverter has a capacity of 258 kW. The COE is 0.161 USD/kWh, the NPC is 10.4 M USD, the initial capital cost is 3.44 M USD, and the renewable fraction is 71%. The estimated costs, for energy efficiency initiatives, are simulated without the sensitivity variables, due to the runtime of the simulation. Demand management initiatives will be simulated as additional percentages to the already assumed manageable demand.
The estimated costs of the energy efficiencies are compared with the optimal energy system design found in Table 10 . Introducing 10% energy efficiency at no capital cost results in the optimal energy system highlighted in Table 11 . The new optimal energy system has a COE of 0.158 USD/kWh and an NPC of 9.54 M USD. Introducing 20% energy efficiency at no capital cost, to the optimal energy system (Table 10) , results in the optimal energy system highlighted in Table 12 . The optimal energy system has a COE of 0.152 USD/kWh and an NPC of 8.59 M USD. In both cases, the second wind turbine of the optimal energy system design (Table 10) is excluded. However, an increase of the solar power capacity and the converter capacity are a result of the exclusion of the second wind turbine. The maximum cost for energy efficiency of 10% and 20% are calculated and listed in Table 13 . A 10% energy efficiency can cost 0.86 M USD in NPC and a 20% energy efficiency can cost 1.81 M USD in NPC. The COE decreases with higher energy efficiencies. Simulating the energy system with 10% additional demand management, the optimal system type remains the same as the optimal system type shown in Table 10 . The energy system comprises the existing generators, two wind turbines, 427 kW PV panels, 526 kWh battery storage. The COE is 0.159 USD/kWh and the NPC is 10.3 M USD. The energy system is shown in Table 14 . With 20% additional demand management, the optimal system type remains the same, see Table 15 . The energy system comprises the existing generators, two wind turbines, 302 kW PV panels, 356 kWh battery storage. The COE is 0.159 and the NPC is 10.25 M USD. The values for COE and NPC from the two demand management simulations are listed in Table 16 . The results are the 0.10 M USD and 0.15 M USD for the additional demand management at 10% and 20%, respectively. The cost of living is obtained from the city of Perth, which is the city in Australia that is nearest to Rottnest Island. The cost of living per month is 1249 AUD [63] which is 924 USD (1 AUD = 0.74 [64] ).
The population is calculated with the visitors in 2010 and the inhabitants in 2011, assuming that the number of inhabitants was the same as in 2010. About 500,000 visitors in 2010 [65] and 114 inhabitants lived on the island in 2011 [66] . Assuming that the visitors stayed on average one week on the island, then 9615 visitors are permanently on the island. Together with the inhabitants, the total population of the island is 9729.
Simulations for the existing energy system and the planned transition of the energy system have been made for comparison reasons. The existing energy systems and the new energy systems are listed in Table 17 , along with the COE, NPC, CO 2 -emissions, and the main differences between the systems. The new energy system with 20% energy efficiency is the overall best system with the lowest COE, NPC, and CO 2 -emissions. The COE per capita is calculated with Equation (2), the results are divided by 12 months to match the resolution of the cost of living. The results are listed in Table 18 . The COE as a percentage of the cost of living is also listed in the table. The new energy system with 20% energy efficiency has the lowest COE per capita per month. All new energy systems are considered economically feasible. The COE can be further reduced by introducing energy efficiency initiatives, this will also positively impact the CO 2 -emissions. Whereas the additional demand management will only slightly decrease the COE and negatively impact the CO 2 emissions. The new energy system has a lower COE and less CO 2 -emissions. It is noticeable that the average consumption per month per capita is approximately 43 kWh.
Design Proposition
The optimization result indicates the following system architecture: seven existing generators, 1200 kW wind power, 386 kW solar power, 507 kW battery storage and a 258 kW system converter. The COE is 0.161 $/kWh and the NPC of the energy system is 10.4 M$. Figure 9 shows the power output for each type of generators. The diesel generators are in the top of the columns. Some of them have few operating hours, compared to the solar and wind power. Regarding the assessment of energy efficiency and demand management, when using the energy efficiency function in HOMER, it reduces the energy demand for every hour with a specified factor. Another approach could be to make a new demand profile where the energy efficiency is applied to the peak hours, this might result in greater potentials. This could also be investigated for the deferrable load profile, to move the demand from peak hours to off-peak hours.
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Conclusions
This paper proposed a framework for designing energy systems for small islands. The proposed framework is composed of several steps and decisions. It serves as a guide that the possible inputs are considered in the design architect to achieve an optimal solution for the problem, regarding the criteria (social, economic, technical, legal, regulation, etc.). Although the early processes depend on each application and need guidance from the problem formulation, the later steps start with "Optimal Energy System Simulation" and address the solution for the system with the consideration of optimization and assessment of each criteria.
Compared to the existing methodological framework design for microgrids (e.g., [6] ), this paper proposed a specific framework applied for sustainable rural microgrids. The proposed solution does not define fixed assumptions or modeling approximations for each process and decision. Instead, the proposed framework is a generic tool and several solutions can be used for each process and decision operation. For example, in the case study, an optimization tool (HOMER) was selected to show the performance of the framework.
The case study shows that the design of energy systems for small islands can be significantly improved by applying this framework. In the case study, the proposed design consists of two 600 kW wind turbines, 386 kW solar power, a 507 kWh battery storage, and the existing diesel generators. The COE of the energy system design is 0.161 USD/kWh. This is lower than the existing energy system and the planned energy system, which is 0.207 USD/kWh and 0.170 USD/kWh, respectively. The CO 2 emissions are reduced to 1086 t/year from 2469 t/year and 1665 t/year for the existing and planned energy systems, respectively.
The study mainly contributes to microgrid optimization for small islands from three aspects:
i. A framework for microgrid optimization; ii.
Multi-objective optimization analysis through different aspects, taking socio-economic and technical criteria; and iii.
Taking the inhabitants' cost of living and inter-cultural aspects into consideration.
The proposed framework in this study is only tested in one island case study. In the future, case studies of more islands with different island types at different locations are recommended. Furthermore, other simulation software or mathematical models are recommended to support the general aspects of the framework. 
